
Address

DATE INSTALLED  
(WARRANTY 1 YR 
FROM DATE) or 

other information 

Installed by Model Serial No. Area(s) Service Filters Size(s)

1 AC 801 E Houston

This station 
scheduled to be 
abandoned Fall 

2011 01-1 FREDRICK'S UNLEDGABLE UNLEDGABLE WINDOW UNITS

same 

new # 1 fire 
Station to be 

located Cherry at 
Nolan Street 

2 AC 601 Gillette
02-1 CARRIER 593CJ048C            
02-2 CARRIER 593CJ048C

2699E3695    
2699E03738

1 EA 12X36X1          
1 EA 20X25X1

2 Heat same 

3 AC
1425 E 

Commerce

3 Heat same 

4 AC
1430 N. St. 

Mary's
04-1 = 05/11/07  
04-2 = 05/11/07 

04-CU1 Landry   04-
CU2 Landry 

04-CU1 CARRIER 38YRA060 5 ton 
04-CU 2 CARRIER 38YRA048 4 
ton  

04-CU1 KitDayrmRR 
04-CU2 Motor Dorm 
& officer dorm

EXHIBIT A
City of SA FIRE DEPARTMENT  HVAC EQUIPMENT INVENTORY……………REVISED July 2010 
The information contained herein is the  inventory that Fire Facilities maintains-- There is no guarantee this information is complete 
or accurate, it is provided in Good Faith. 

1 Heat 
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Address

DATE INSTALLED  
(WARRANTY 1 YR 
FROM DATE) or 

other information 

Installed by Model Serial No. Area(s) Service Filters Size(s)

4 Heat same 

5 AC 1011 Mason

05-1 TRANE WCC024F100BG        
05-2 TRANE WCC024F100BH        
05-3 TRANE WCC048F300BG        
05-4 TRANE WCC048F300BG

2254YNN2H      
43132MB2H      
2241XY52H     
2261MFR2H

9 EA 10X24X1          
1 EA 20X25X1          
1 EA 20X20X1

5 Heat same 

6 AC 503 W. Russell 06-1 CARRIER 48HJD007541 0802G20139
4 EA 16X20X2            2 EA 

16X25X2

6 Heat same 

7 AC
1414 S. St. 

Mary

07-1 = 01/30/06  
07-2 = 01/30/06  
07-3 = 01/30/06  
07-4 = 01/30/06  

07-1 LENNOX HSXA1906023004   
07-2 LENNOX HSXA1904823001   
07-3 LENNOX HSXA1904823001   
07-4 LENNOX HSXA1906023001

5805E51491     
5805A409787   
5805B40738     
5805B06726 4 EA 20X25X1

7 Heat same 

8 AC
619 S. 

Hamilton
08-1 CARRIER 38ARZ012501        
08-2 CARRIER 38AK012511

1706G30149     
2099G00340 8 EA 16X25X2

8 Heat same 

9 AC
649 Del Mar 
(St. Phillips) 09-02 = 08/05/09

09-1 YORK H1RA060525A            
09-02 Carrier 38ARSO12-5

Negligible     
2909G50153     

7 EA 20X20X1             1 
EA 24X24X1                 1 

EA 12X24X1
9 Heat same 

10 AC
1107 Culebra 
@ Zarzamora  

10-1 YORK D23G036N04025D      
10-2 YORK D23G060N07925EDD  
10-3 YORK D23G036N04025D

NAHM011053   
NAFM012572    
NAHM006851

6 EA 15X20X2          
3 EA 14X25X2

10 Heat same 

11 AC 610 S. Frio

11-1 YORK H2CE120A25E            
11-2 YORK H4CCE090A25C          
11-3 YORK H4CE090A25C

NCJM033804    
NCJM031336    
NCJM031355 6 EA 20X20X1
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Address

DATE INSTALLED  
(WARRANTY 1 YR 
FROM DATE) or 

other information 

Installed by Model Serial No. Area(s) Service Filters Size(s)

11 Heat same Area(s) Service 

12 AC

103 Arts 
Crafts Way 
Bldg 1699 
located at 

former Kelly 

This station has a 
chiller and also 

condensing units 

12 Heat same 

13 AC 3203 S. Presa

Unit 13-2 10-29-09 
replace heat 
exchanger Air Kon 

13-1 YORK D1EG090N13025F       
13-2 YORK 2EG036N04025D (kit) 

NDHM052776   
NDHM055936

1 EA 14X25X2             2 
EA 16X24X2              2 EA 

12X24X2              2 EA 
16X20X2

13 Heat same 

14 AC

2515 
Thousand 
Oaks @ 

Henderson 
Pass  

14-1 YORK NO DATA PLATE         
14-2 TRANE YCD060C3L0BF         
14-3 HEIL PGAA36E1K6               
14-4 ICP - PGF048H120A             

NO DATA 
PLATE        
R15100972D    
L985117634     
L990421686

4 EA 20X25X1              2 
EA 14X25X1              1 EA 

14X25X2

14 Heat same 

15 AC      
need to 

update Spring 
2010 

3150 Ruiz @  
Gen McMullen

15-2 03/06/08…..  
2 newer units 2000 

and 2001

15-1 =unknown      
15-2 = Air Kon       
15-3 = unknown..   
15-4 = UNKNOWN  

15-1 CARRIER 8TFD005501YA      
15-2 48TME004501BA                 
15-3 UNKNOWN COMP # AW509RT-
098 S7                                       
15-4 UNKNOWN UNIT               

15-1 
3301G21248 .. 
15-2 
0608G20217 .. 
3301G21248    
L002520790

15-1  MOTOR DORM         
15-2 EMS                        
15-3 OFFICERS DORMS    
15-4 DAYROOM 

2 EA 16X25X2   2 EA 
14X25X1    2 EA 16X25X1   
2 EA 12X25X1 
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Address

DATE INSTALLED  
(WARRANTY 1 YR 
FROM DATE) or 

other information 

Installed by Model Serial No. Area(s) Service Filters Size(s)

15 Heat same 

16 AC 2110 Nogalitos

16-1 TRANE-TWA072C300A2        
16-2 TRANE- TWA072C300A2       
16-3 TRANE- TWA036D300A0      
16-4 TRANE- TWA048D300A0

R3834891F       
93834LB1F       
R362TPC4F      
R12330D2F

4 EA 20X20X1                 3 
EA 15X25X1                 1 

EA 16X20X1

16 Heat same 

17 AC
8545 Jones 
Maltsberger

17-1 = 06/29/07 
17-2 = 06/29/07 
17-3 = 06/29/07 
17-4 = 06/29/07 

17-1 Sabinal….. 17-
2 Sabinal….. 17-3 
Sabinal….   17-4 

Sabinal …

17-1 TRANE- BYC030G1L0BA        
17-2 ARCOAIRE- PGMF60H1501    
17-3 TRANE- BYC048G3H0BA       
17-4 TRANE- BYC030G1L0BA

Y47143861D     
L943336531     
503144229D     
Y47143862D

17-1  MOTOR DORM         
17-2 EMS                        
17-3 OFFICERS DORMS    
17-4 DAYROOM 4 EA 20X20X1

17 Heat same 

18 AC
1463 S. W.W. 

White

dorm has new 
equipment 

installed Summer 
station has window 

units 

18 Heat same 

19 AC

1310 Vance 
Jackson @IH 

10

This station 
scheduled to be 
abandoned Fall 

2011 19-1 RUDD- UAFD060JBS 4235M06915152 1 EA 20X25X2

19  Heat same 

new Fs 19 

New FS 19 located 
at Vance Jackson 

to be occupied Fall 
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Address

DATE INSTALLED  
(WARRANTY 1 YR 
FROM DATE) or 

other information 

Installed by Model Serial No. Area(s) Service Filters Size(s)

20 AC

3347 S WW 
White @ N. 

Braunfels (Old 
20)

NEW station  Aug 
07  

20-1 TRANE- TTA060C300A1        
20-2 TRANE- 2TTA2060A3000AB  
20-3 TRANE-  TTA036C300A1       
20-4 TRANE- TTA042C300AD

N251YD3FF (3 
PHS)                
5263SLW3F (3 
PHS)           
N227URBF (3 
PHS)                
N1025X7BF 
(3PHS)

1 EA 18X25X1          
1 EA 20X25X1          
2 EA 25X25X1

20 Heat same 

21 AC 5537 S. Flores 6/18/1905
21-1 TRANE- TTA090A300CB        
21-2 TRANE- TWE090A300AB

L2314JUAH       
L074NGR5H

Area(s) Service 3 EA 16X25X1           1 EA 
20X20X1

21 Heat same 

22 AC

1100 March @ 
Roosevelt 
(Stinson)

Some of the units 
were replaced 

Spring 2010     one 
installed 12/-6  2 
old 1980's units 

22-1 CARRIER- 48LTD004370       
22-2 CARRIER- 48 TMD006-A-
501BA                                   22-
3 CARRIER- 48SD03606D301       

2388G51186     
4606G40181     
0706G41284     
N/A

2 EA 16X24X2            2 EA 
20X25X1            2 EA 
16X25X2            2 EA 

16X25X1

22AC

1100 March @ 
Roosevelt 
(Stinson) 3/1/2010 Wallace Boldt

replaced one RT unit Carrier 
weather Mster Gas Heating 
Electric Colling Pkg unit Model # 
48HJS005---5,Serial # 
3409g10193, Model # 48HJR004--
-3, Serial 3409g10170 

22 Heat same 

23 AC

Int. Airport 
(1750 Sky 

Place Blvd.)

23 Heat same 

24 AC 
1956 Austin 

Highway
24-2 CARRIER- 593CJ060C           
24-2 CARRIER- 593CJ048C

2699E02799     
2499E05462

1 EA 24X28X1            1 EA 
21X28X1
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Address

DATE INSTALLED  
(WARRANTY 1 YR 
FROM DATE) or 

other information 

Installed by Model Serial No. Area(s) Service Filters Size(s)

24 Heat same 

25 AC

1038 New 
Laredo 

Highway

25-1 = 01/19/06  
25-2 = 01/19/06  
25-3 = 01/19/06  
25-4 = 01/19/06  
25-5 = 01/19/06  

25-1 CARRIER- 38EZG048501       
25-2 CARRIER- 38EZG036500       
25-3 CARRIER- 38EZG036500       
25-4 CARRIER- 38EZG042500       
25-5 CARRIER- 38EZG060500

0605E19268     
4404E22859   
4404E22857   
3104E03282   
0205E05349

2 EA 14X25X2          
1 EA 20X25X1          
1 EA 25X25X1

heat same 

26 AC 4140 Culebra

26-1 =-6/29/08 26-
2 = 6/29/08   26-
3= 8/18/99     26-
4 = 6/29/08

26-1 =-Sabinal   26
2 = Sabinal   26-
3= Air Kon Ser     
26-4 = Sabinal

26-1 YORK- NON LEGIBLE            
26-2 YORK-CRM1400TF5              
26-3 HEIL- PGF 048H120             
26-4 ICP-PGAA36E1K6

N/A                 
86G03069H      
L992782237     
L991433671

*26-1  FF MOTOR DORM   
26-2 Weight rm                
26-3 OFFICERS DORMS    
26-4 DAYROOM 

26 Heat same 

27 AC 1518 Hillcrest

This station 
scheduled to be 
abandoned Fall 

2012  27-1 YORK- H2CB048506C MBXM107116 1 EA 16X25X1

27 Heat same 

28 AC
815 El Monte 

@ Blanco

WINDOW UNITS 
This station 

scheduled to be 
abandoned Fall 

2012 WINDOW UNITS
WINDOW 

UNITS WINDOW UNITS

28 Heat same 
29 AC need 
to update 
new units 

winter 2009 827 Hot Wells

some of the units 
were replaced 
Summer 2010

29-1 TRANE- YCD075A3L0AA       
29-2 TRANE- YCD0363L084          
29-3 TRANE- YCD048A3H0AA       
29-4 TRANE- YCD048A3H0AA

C51142601D     
C46142402D     
C51142437D     
C51142434D 8 EA 20X25X1

29 Heat same 
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Address

DATE INSTALLED  
(WARRANTY 1 YR 
FROM DATE) or 

other information 

Installed by Model Serial No. Area(s) Service Filters Size(s)

30 AC
919 Gembler 

Rd. 1 newer Carrier 
30-1 CARRIER- 
48SS036080521AA 3596G10829

1 EA 12X24X1                1 
EA 20X20X1                 1 

EA 12X12X1

30 Heat same 
Area(s) Service 

31 AC

11802 W. Ave 
@ Afterglo off 

Blanco Rd

split  system    31-
CU1 = 05/11/07   

31-CU2 = 
05/11/07

31-CU1 CARRIER-38BRC060    31-
CU2 Carrier 38BRC060           
??24ABR360A0033010 4006E0667 ROLL MEDIA

31 Heat same 

32 AC

2235 Babcock 
Rd @ 

Wurzbach

? Unit- new 
compressor Oct. 

2007 
ECYN042361    
ECYM042425 2 EA 20X25X1

32 Heat same 

33 AC
2002 SW 36th 

St.

33-1 = 05/11/07  
33-2 = 05/11/07  
33-3 = 05/11/07

33-1 Landry   33-2 
Landry     33-3 
landry 

33-1 Carrier 48HJD006              
33-2 Carrier 48HJD004            33-
3 Carrier 48HJD005

33-1 OFFICERS DORM  33-
2 MID DORM         33-3 E 
DORM & ems CONSTR.

33 Heat same 

34 AC

15300 
Babcock Rd 

(UTSA)
34-cu1 06/29/08 
34-cu2 06/29/08 

34-CU1 Sabinal 34-
CU2 Sabinal 

34-CU1 Carrier38ARZ008 7.5 Ton  
34-CU2-Carrier 38ARD016 15 Ton 

34-CU1officers 
dorm 
kitchendayrmKit  
34-CU2 dorms 

At Fs 34 a compressor was replaced (still in warranty) in May 2010
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Address

DATE INSTALLED  
(WARRANTY 1 YR 
FROM DATE) or 

other information 

Installed by Model Serial No. Area(s) Service Filters Size(s)

34 Heat same  

Address
DATE INSTALLED  
(for WARRANTY)

Installed by Model Serial No. Area(s) Service Filters Size(s)

35 AC  10 ton 
split system 

7038 Culebra 
@    Loop 410 35-1=07/19/10 Air Kon 

35-1=TTA 120 8300BB              ? 
Need to verify -35-2 CARRIER- 
8HJ5006---541--

 L294056AH   
? Need to 
verify 
4606G10341 35-1=Dorm

need to verify          
2 EA 24X24X1          
2 EA 16X25X1

35 Heat same 

5826 Ray 
Ellison 36-1 = 12/0/08   36-1 Air Kon .. ..   36-1 Carrier -48HJ0005-551         

36-1- 
3808610241  36-1 Fire Dorm         2 EA 14X25X1          

   36-2 =????..…      36-2 ????           
                                            
36-2 CARRIER- 48TME004A501    

  36 2 
4202G40130    

                                  
36-2 Officer's Dorm             4EA12X25X2    

               
36-3-=????????    36-3 ????          36-3 ICP- PGF048H120A              

36-3 
L002752610    36-3 EMS Dorms       

                      2 EA 
16X25X2

  36-4=04/26/07
                       36-
4 Atlas Mech

                                           36-
4 ICP- GPFM48H080F

                         
36-4-
G063651077   36-4 dayrm kit din

                        2 EA 
16X25X2

36H-1=12/17/09 
$1889.11

36H-1 Air 
Kon/Insco UDAP 
100,000 BTU  
spark Ign Unit 
Heater 36H-1 Reznor 6563545 36H-1= SW back heater 

same 

36 AC

36 heat 
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Address

DATE INSTALLED  
(WARRANTY 1 YR 
FROM DATE) or 

other information 

Installed by Model Serial No. Area(s) Service Filters Size(s)

37 AC need 
to update 
new split 
system 
installed 

Winter 2009
11011 Vance 

Jackson 

split system and 
duct work replaced 

summer 2010 

37 Heat same 

38 AC 
6000 

Distribution
38-1 RUDD- CA55600HDS            
38-2 RUDD- VACC056CAS

L963269529      
4147F1189783
4

1 EA 24X20X1                1 
EA 24X24X1

38 Heat same 

39 AC
10750 

Nacogdoches 39-1 CARRIER- 38ARS012-501 1402G30052
1 EA 16X25X2            2 EA 

20X25X2

39 Heat same 

40 AC 
14331 

O'Connor

note 4 units tobe 
replaced Spring 

2011   2 old yorks 
+ two 2000 units 

40-1 HEIL- PGMD30G0906           
40-2 CARRIER- 48GS036060301   
40-3 HEIL- PGE048120A

PGAA30D1K6  
3900G10188    
L004D54645

2 EA 12X20X1          
4 EA 16X25X1             1 
EA 14X25X1          1 EA 

16X20X1

40 Heat same 

41 AC 
9146 Dover 

Ridge

Some units were 
replaced Summer 
2010 Note 41-1 ? 
2003        41-2 
?2003         41-3 
06/29/08 ... 41-4 
manuf 2001  

41-1 ?          
41-2 ?               41
3 Sabinal       41-

4?

41-1 CARRIER 48TME004-A-501   
41-2 CARRIER 48TMD006-A-
501BA                                  41-
3 CARRIER 48HJ004                   
41-4 CARRIER-48TFD006A511BA

0304G10124    
5103G40179    
--------------         
4901G30107

17-1  EMS DORM             
17-2 Motor Dorm             
17-3 OFFICERS DORMS    
17-4 DAYRmKitDin 

2 EA  12X25X1         
6 EA 16X25X2

41 Heat same Area(s) Service 
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Address

DATE INSTALLED  
(WARRANTY 1 YR 
FROM DATE) or 

other information 

Installed by Model Serial No. Area(s) Service Filters Size(s)

42 AC 10400 Horn

Some units will  be 
replaced Spring 

2011      2 newer 
carrier and 2 old 

yorks 42-3  
12/05/09 42-4  

42-1 CARRIER- 48TMD005-A-
501BA                                  42-
2 CARRIER NO DATA                   
42-3 CARRIER 48TMD005-A-
501BA                                  42-
4 CARRIER- NO DATA

4102G50148    
NO DATA         
3802G50020    
NO DATA

42-1 42-2  42-3  42-
4 

2 EA 12X25X1          
4 EA 16X25X2         2 EA 

16X25X1

42 Heat same 

43 AC
2055 Bitters 

Rd

Units will be 
replaced Spring 
2011    4 older 

Carriers 

43-1 CARRIER-NO DATA              
43-2 CARRIER- NO DATA             
43-3 CARRIER-NO DATA              
43-4 CARRIER- NO DATA             

NO DATA         
NO DATA         
NO DATA         
NO DATA         

3 EA 16X25X1          
1 EA 20X25X1          
3 EA 16X20X2

43 Heat same 

44 AC 1351 Horal

Some units will be 
replaced Spring 
2011    one unit  
NEW DEC. 06, 3 
old York units 

44-1 YORK-NO DATA                   
44-2 YORK- NO DATA                  
44-3 YORK- NO DATA                  
44-4 CARRIER- 48TMD005-A-
501BA                   

NO DATA         
NO DATA         
NO DATA         
3306G20262     

3 EA 14X25X2            2 EA 
16X25X2

44 Heat same 

45 AC
3415 Rogers 

Rd

45-1 TRANE- TWE042P130B0       
45-2 TRANE- TWE042P130B0       
45-3 TRANE- TWE063P130B0       
45-4 TRANE- TWE030P130B0

2282LE42V       
2292RG41V      
22915711V       
2297ADT2V

6 EA 16X20X2               2 
EA 20X25X2         2 EA 

24X24X2

45 Heat same 

46 AC
1165 Evans 

Rd. 

46-1 RUDD- RPWC075JAZ            
46-2 RUDD- UPMC060JAZ            
46-3 RUDD- UPMC060JAZ  

6096F1199099
91               
6274M0300158
59              
6274M5099109
07

1 EA 19X24X1            1 EA 
20X24X1                 4 EA 

16X25X1

46  Heat same 
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Address

DATE INSTALLED  
(WARRANTY 1 YR 
FROM DATE) or 

other information 

Installed by Model Serial No. Area(s) Service Filters Size(s)

47 AC
7240 

Stonewall Blvd

 47-1 = 09/06/06  
47-2 = 09/06/06  
47-3 = 09/06/06 

47-1 YORK(410A) - CZE04811A    
47-2 YORK- CZE04811A               
47-3 YORK- CZE06011A

W0A6825388    
W0A6825394    
W0G5431460 3 EA 20X25X1

47 Heat same 

48 AC
18100 

Bulverde Rd

48-1 TRANE- 2TWA2036A3000AB 
48-2 TRANE- 2TWA2030A3000AB 
48-3 TRANE- 2TWA2030A3000AB 
48-4 TRANE- 2TWA2036A3000AB 
48-5 TRANE- TWA090A300FA       

4094XCD4F      
4104405R4F     
4035YMW4F     
4062RMS4F      
4113KCUAD

3 EA 16X25X1          
4 EA 20X20X1

48 Heat same 

49 AC
8710 Mystic 

Park

49-1 = 02/15/06  
49-2 = 02/15/06  
49-3 = 02/15/06  
49-4 = 02/15/06  

49-1 TRANE- 2TWA2030A3000AB 
49-2 TRANE- 2TWA2030A3000AB 
49-3 TRANE- 2TWA090A300AB     
49-4 TRANE- TWA090A300FB       

5154D954F       
5154RFN4F      
50325422F       
5234UC2AD

4 EA 20X20X2                 1 
EA 20X25X1

49 Heat same 

50 AC 2703 Applewhite T50-1 CARRIER- 7B0748C100AO Z24351PBF 2 EA 16X20X1
50 Heat same 

Academy AC 
300 S. 

Callaghan Chiller system

Academy 
Heat  same 

FCO AC
Auditorium 

Circle Chiller system

FCO Heat same 

Logistics/Serv
ices AC

4531 S. 
Zarzamora

new split system 
supplies area 2010 NO INFO
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Address

DATE INSTALLED  
(WARRANTY 1 YR 
FROM DATE) or 

other information 

Installed by Model Serial No. Area(s) Service Filters Size(s)

Logistics/Serv
ices Heat same 

WMD AC 500 Burnett  wmd 1 GOODMAN- CE191EB N/A
1 EA 20X20X1         2 EA 

18X24X1

WMD Heat same 

Red= variations needed
we have a moble home at Ware house site. 

we have a moble home at Logistics Services site. 
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